
 

 

 

 

Rīgā 

#REG-DATE# Nr. #REG-NUMBER# 

 

Atklāta konkursa potenciālajiem 

pretendntiem / For attention to the 

potential Tenderers of the Open 

tender 

 

Atklāta konkursa "Sadales transformatoru iegāde" (Id.Nr. IPR-66520) nolikuma skaidrojumi 

(skaidrojums Nr.1) / On clarification of the Open tender "Supply of distribution transformers" 

(Id.No. IPR-66520) regulations (clarification No.1) 

 

Saskaņā ar AS "Sadales tīkls" atklāta konkursa "Sadales transformatoru iegāde" (Id.Nr. 

IPR-66520) nolikuma 8.2 punktu nosūtām Jums atbildes uz potenciālo Pretendentu uzdotiem 

jautājumiem: 

1. Jautājums: 

Par nolikuma 13.7.punkta prasību 22. lapā: 

"13.7. Pretendentam jānodrošina ražotāja pārstāvniecība Latvijā un/vai Igaunijā, un/vai 

Lietuvā, ar kuras atbildīgo personu  Pasūtītājs var sazināties gan telefoniski, gan izmantojot e-

pastu, informācijai par Preču saņemšanu, kā arī kurš var ierasties uz transformatoru pārbaudi 

3 darba dienu laikā no Pasūtītāja informēšanas brīža". 

Mūsu uzņēmuma galvenā mītne atrodas Indijā, un mūsu pārstāvniecības ir vairāk nekā 40 

valstīs, tostarp Uzbekistānā. Lai gan mums nav biroja Latvijā / Igaunijā vai Lietuvā, mēs 

nodrošināsim vislabāko servisu, lai atbilstu jūsu prasībām. Lūdzu apstipriniet, vai mēs 

atbildīsim iepriekš minētajai prasībai?    

Atbilde uz 1.jautājumu: 

Pretendentam jānodrošina ražotāja pārstāvniecība saskaņā ar atklāta konkursa nolikuma 

nosacījumiem.  

 

2. Jautājums: 

Par Tehniskās specifikācijas 14.punktu (nolikuma 55. lapā): "14. Atbilstība standartam IEC 

60076". 

Vai pareizi saprotam, ka tiek prasīta atbilstība IEC standartam un GOST-R sertifikāts nav 

nepieciešams.   

Atbilde uz 2.jautājumu: 

GOST sertifikāts nav nepieciešams. Precēm jāatbilst IEC 60076 standartam. 

 

3. Jautājums: 

Par Tehniskās specifikācijas 26.punktu (nolikuma 80. lapā):  

"26. Darba vides temperatūras diapazons -40°…+40°C". 

Saskaņā ar IEC standartu max darba vides negatīvā temperatūra ir -5°. Lūdzu apstipriniet, 

vai tas ir pieņemami.  

Atbilde uz 3.jautājumu: 



 

 

Pretendentam jānodrošina transformatori ar darba vides temperatūras diapazonu: 

40°…+40°C. 

 

4. Jautājums: 

Par Tehniskās specifikācijas 16.punktu (nolikuma 91. lapā):  

"16. Piedāvājumā jāiekļauj tipa testu un/vai produkta sertifikāta kopija. Tipa testu un/vai 

produkta sertifikātu izsniegusi laboratorija vai sertificēšanas institūcija, kas akreditēta saskaņā 

ar ES pieņemto akreditācijas kārtību (laboratoriju/institūciju akreditējis viens no Eiropas 

Akreditācijas kooperācijas (EA) dalībniekiem (http://www.european-accreditation.org/) un 

atbilst ISO/IEC 17025/17065 standartu prasībām". 

Kad Tipa testi nepieciešami? Vai tie ir jāiesniedz pirms Preču piegādes? Vai Tipa testi var 

tikt veikti jebkurā no NABL akreditētajām laboratorijām. Lūdzu apstipriniet.    

Atbilde uz 4.jautājumu: 

Pretendentam kopā ar piedāvājumu ir jāiesniedz tipa testu un/vai produkta sertifikāta kopija. 

Tipa testu un/vai produkta sertifikātu izsniegusi laboratorija vai sertificēšanas institūcija, kas 

akreditēta saskaņā ar ES pieņemto akreditācijas kārtību (laboratoriju/institūciju akreditējis 

viens no Eiropas Akreditācijas kooperācijas (EA) dalībniekiem (http://www.european-

accreditation.org/) un atbilst ISO/IEC 17025/17065 standartu prasībām. 

 

 

In compliance with the Regulations of the Open tender "Supply of distribution 

transformers" (Id.No. IPR-66520) announced by AS "Sadales tīkls" Clause 8.2 we are sending 

the responses to the questions forwarded by the potential Tenderers: 

Question 1: 

About Clause No.13.7 on Page 22 of the Regulations.  

"13.7. The Tenderer must provide the manufacturer's representative office in Latvia and / 

or Estonia and / or Lithuania, with which the Customer can contact the responsible person 

about the information of Goods by phone or by e-mail. As well as the responsible person can 

come to the transformer inspection within 3 working days of informing moment of the 

Customer". 

Voltech Group entitie's HQ are based in India and we have our presence in more than 40+ 

countries including Uzbekistan. Though we don't have our office setup in Latvia/Estonia or 

Lithuania, will assure to provide our best service to meet your requirement. Please confirm, if 

our will be considered. 

Answer to Question 1: 

The Tenderer must provide the manufacturer's representative according to the Open tender 

regulation. 

 

Question 2: 

About Clause No.14 of the Technical specifications (on Page 55 of the Regulations): "14. 

According standarts IEC 60076". 

We understand IEC standard will only be applicable for this project and GOST-R 

Certification is not required. Please confirm. 

Answer to Question 2: 

GOST certification is not required. The Goods must comply with standard IEC 60076. 

 

Question 3: 

About Clause No.26 of the Technical specifications (on Page 80 of the Regulations): 

"26. Operating ambient temperature range -40°…+40°C ". 

As per IEC Standard the max. negative operating temperature is -5°. Please confirm if this 

is acceptable. 

Answer to Question 3: 
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The Tenderer must provide transformers for operating ambient temperature range (-

40°…+40°C). 

  

Question 4: 

About Clause No.16 of the Technical specifications (on Page 91 of the Regulations): 

"16. Shall be add copy of type test and/or product certificate. Type test and/or product 

certificate shall be issued by laboratory or certification body accredited in accordance with the 

accepted EU accreditation procedure (laoratory/certification body have been accredited by a 

member of the European Co-operation for Accreditation (EA) (http://www.european-

accreditation.org/) and compliant with the requirements of ISO/IEC 17025/17065 standard". 

   Type test if required, shal be submitted upon placement of order and prior to supply of 

materials. Type test will be conducted in any of the NABL accredited test laboratories. Please 

confirm. 

Answer to Question 4: 

The Tenderer must provide Type test and/or product certificate together with the tender. 

Type test and/or product certificate shall be issued by laboratory or certification body accredited 

in accordance with the accepted EU accreditation procedure (laoratory/certification body have 

been accredited by a member of the European Co-operation for Accreditation (EA) 

(http://www.european-accreditation.org/) and compliant with the requirements of ISO/IEC 

17025/17065 standard. 

 

Skaidrojums Nr.1 ir atklāta konkursa "Sadales transformatoru iegāde" (Id.Nr. IPR-66520) 

nolikuma neatņemama sastāvdaļa. 

This Clarification No.1 shall be an integral part of the Regulations of the Open tender 

"Supply of distribution transformers" (Id.No. IPR-66520). 

 

 
Šis dokuments ir parakstīts ar drošu elektronisko parakstu un satur laika zīmogu. 

 

Iepirkuma procedūras komisijas 

priekšsēdētājs 

 Head of the committee of procurement 

procedure 

 Mārtiņš Leimanis 

 

 
Mārtiņš Leimanis 67728056, 29330923 
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